Children’s Village International Center
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
Children’s Village International Center, 14901 Meyers, Detroit, MI,, on September
14th, 2016. The sample results taken in conjunction with this investigation are also
presented on Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Arkisha
Milton on September 8, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

Michael Etters nica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification
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Appendix 1, Lab Results, Chain of Custody
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APPENDIX 1
Laboratory Results and Chain of Custody

17800 Woodward Ave Suite 200
Detroit, MI 48203



Laboratory ID:, 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 360369
912212016
Customer: 36 iicgfgéﬁks Source: Childrens Village, DC-01-KC-01-P
Source City: Detroit
17800 Woodward Ave #200 AT

Detroit, Mi 48203

Date/Time Received:  9/14/2016 13:45
Collected by: M. Etters
The results herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the lest results are available upon request. All Dates and Times are reporled as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant,
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant Method Stendad  Unts LRL  Level DF  Dateme
- . De:eded ‘

inofganic Analytes - Metals

These test results may be used for compliance purpose as required.

alyst TgSts
JP 200.8

James Abston, Operations Manager

This repont cannot be reproduced, except in full, without the writlen approval of National Testing Laboratonies, Lid.
Page 1 of 1 360369 Lead Only Dale Printed: 9/22/2016 7:14:53 AM




Laboratory ID:, 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 360370
912212016
Customer: 36%(:?‘8);%@ Source: Childrens Village, DC-01-KC-01-F
Source City: Detroit
17800 Woodward Ave #200 Source State: Ml

Detroit, Mi 48203

Date/Time Received:  9/14/2016 13:45
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless olherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reporled as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards,
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# mammam _ Method Standard  Units LRL  levl  DF Daeffme  Date DatelTme

 Dolected  Sampled  Prepped  Anayzed

Inorganic Analytes - Metals
o1 N

These test results may be used for compliance purpose as required.

%na!yst Tests
JP 200.8

James Abston, Operations Manager

This report cannof be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 360370 Lead Only Dale Printed: 9/22/2016 7.14:53 AM




Laboratory ID:, 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 360374
9/22/2016
Customer:  G. S. Group Source: Childrens Village, DC-01-WF-02-P
Monica Starks Source City: Detroit

17800 Woodward Ave #200

Detroit, Mi 48203 Source State:M

Date/Time Received:  9/14/2016 13:45
Collected by: M. Etters
The results herein conform to TN! and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narraled in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

*ND" This contaminant was not detecled at or above our fower reporting limit (LRL)
"NAM Not Analyzed
“Standard”  This column indicales either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor,
Raport Notes:
Fedid# Contaminat ~  Method Standard  Umts LRL  levl  DF Datefime  Date  Datefime
... .~  Deteted = Sampled = Prepped Analyzed

Inorganic Analytes - Metals

1050 Lead ooo1 oo

These test results may be used for compliance purpose as required.

IAnalyst Tests
JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, withou! the wrilten approval of National Testing Laboratories, Ltd.
Page 1 of 1 360371 Lead Only Date Printed: 9/22/2016 7:14:54 AM




Laboratory ID:, 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 360372
912212016
Customer:  G. S. Group Source: Childrens Village, DC-01-WF-02-F
Monica Starks Source City: Detrait

17800 Woodward Ave #200

Detroit, Ml 48203 Source State: Ml

Date/Time Received:  9/14/2016 13:45
Collected by: M. Etters
The results herein conform to TN and ISONEC 17025:20065 slandards, where applicable, unless otherwise narrated in the body of the report, The
uncertainty of the lest results are available upon request. All Dates and Times are reporied as t1.S. Easlern Time,
Legend:

Any "Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Leve! (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards,
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant,
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant  Method Standard  Units LRL _ DF Datefime  Date  DatefTime

 Sampled = Prepped  Analyzed

1030  tead

These test results may be used for compliance purpose as required.

{Analyst L Tests
JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid,
Page 1 of 1 360372 Lead Only Date Printed. 9/22/2016 7:14:54 AM




Labogatory ID;, 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 360373
9/22/2016
Customer: 3»0 ﬁi'c(:fg;!:ks Source:  Childrens Village, DC-01-BBF-03-P
17800 Woodward Ave #200 :gﬂ::: (s:;ze :a‘f‘m"
Detroit, Mi 48203

Date/Time Received:  9/14/2016 13:45
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17026:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the {est results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any "Level Detecled' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
“NAY Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporling Limit, which is the lowest leve! that the laboratory can delect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant . Mathod ‘Sta‘n‘dar‘d;  Units {RL  levl  DF DatefTme  Date  DatefTime -

 Detected  Sampled  Prepped  Analyzed

inorganic Analytes - Metals
f?ﬁ??{s A R

ori6i2016

These test results may be used for compliance purpose as required.

iAnalyst Tests

JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 360373 Lead Only Date Printed: 9/22/2016 7:14.54 AM




Laboratory ID:4 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 360374
9/22/2016
Customer:  G. S. Group Source: Childrens Village, DC-01-BBF-03-F
Monica Starks Source City: Detroit

17800 Woodward Ave #200

Detroit, M1 48203 Source State:M!

Date/Time Received:  9/14/2016 13:45
Coliected by: M. Elters
The results herein conform to TNI and ISONEC 17025:2006 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of {he lesl resulls are avaflable upon request. All Dates and Times are reporied as U.S. Easlern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contarninant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the fowest leve! that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notss:
Fedid# Contaminant ~  Method Standad  Unis LRL  level DF Daeffme  Dale DatefTime

. Detecled _ Sampled = Prepped  Analyzed

inorganic Analytes - Metals
gf

-~ 2008

These test results may be used for compliance purpose as required.

alyst Tests

JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 360374 Lead Only Date Printed: 9/22/2016 7:14:54 AM




K4 National Testing

General Compliance

Laboratories, Ltd. Order Number: 2077502 360369
e Order Date: ~ 05/16/2016
Quality Water Analysiy Sample Number: HIRIR A
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting fnformation:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check &

Date Sampled :ﬂ__f _H_I _LL;_

Time Sampled:_Qé_:}_Q_ Pleass Usa Military Time, e.g. 3:00pm = 15:00
Check Time Zone: [gésr [JcsTtmsT[]PsT

Pt Name: L L;,Bmﬂé \J “a%«i?
Y440\ M@f@r&
Eeee Number: 3\’5' 013{ - 7(0(0

Ol

Sample ID or Source: )¢ - Ol- Ke- 0f- .P

Source Type: [ Spring [ Well [5yMunicipal [ Surface
[[] Other.

ciy s state: Dbyt , [

PWS 1D# (if applicabie):

(i Different than Above)
Sample Collected Byg\_/\ Mj»,/(ﬁs‘
T (Signature)
Sample Collected By: H; v B:ﬁ" (/S
(Please Prind)

Form Completed By: M(M By S

Lab Cemments/Special Instructions:

State Forms:

Lab Sample Information:

Date Recelved: ﬁ 1Y 11l
Time Received:_[ > 4%
Recelved By: EF'

2] Sample receipt criterla chacked & acceptable.
[ Deviations from acceptable sampla receipt criteria noted
on PSA form.

N Lo owmafle U1

,%mg@‘ur‘ % A (”Xéz.,zgm*(
@)

INCOMPLETE IN?ORMAT(ON MAY DELAY ANALYSIS ANDI/OR INVALIDATE RESULTS




General Compliance

| National Testing
Labaratones, Ltd Order Number: 2077502 2360270
Order Date:  05/16/2016 "™
Quality Watar Anslyie Sample Number T
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Assounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
Check #

Date Sampled :ﬂ___l ﬂ_l l__(_7_

Time SamP'adL___.__O b 3__w Plaase Usa Millary Tims, .g. 3:00pm = 15:00

Check Time Zone: ST [JesTJmsT]PST
Cligpt Name: { |, A é‘g

: {\U9n|
2\ - q),’ﬁ

Boms Number:

PWS ID# (if applicable): i‘) ) A
|3

Sample ID or Source: Y- Ol- Ke - O\-[

Source Type: [] Spring [7] Well Q/Munidpal [] Surface
[] Cther

ciy& state:_Dekipi] M

(I Bi hfferont than Abova)

Sample Collected BM )(—")

(Signature)

Sample Collected By: H‘ (/L; J EAtz S

{Please Print)

Form Completed By: M:dnwv‘ ‘ﬁ :[g

Lab Comments/Speocial Instructions:

State Forms:

Lab 8ample Information:

Date Recelved;:_ G 11% (1L
Time Recelved: _L_S__ﬂ_i__
Recelved By: -

21 Sample recsipt criteria checked & accaptable.

[[] Deviations from accaptable sample receipt criteria noted
on PSA form.

&W“‘ ALt i% ‘ b" {

INCOMPLETE !N#ORMAT!OH MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




N4 National Testing

General Compliance

Laboratones, Ltd Order Number: 2077502 340371
e Order Date:  05/16/2016 V0%
. 1
QualityWater Analyis  Sample Number TGV R 0
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: ToR: BF ‘ ,
G. S. Group ‘ For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detrolt Ml 48203 Payment $:
Check #:

Date Sampled :j.l __i_({J ___L(_a_

Time Samp!edz_Q.é_:_ZQ Please Usa Millary Time, .g. 3:00pm = 15:00
Check Time Zone: [IJEST [JCST[ JMST[]JPST

Cligpt Name: E !ﬂ‘l sfa@i.g V;”a?}ﬁ
:_ 1496l M‘f 5
D A3 - )elh

0]14
Sample ID or Soume:w:p(;«« O61-WF- D?/s?

Source Type: [] Spring [ Well Municipal 7] Surface

Eoe Number:

PWS 1D# (if applicabls):

{7 Cther:
city & ste: Y by of , 141

(i Diffarant than Above)
Sample Collected By: W /‘k

(Signature)
Sample Collected By: \\’\ 3(;}\0. l 6“{1716
{Please Print)

Form Completed By: MM] PDobervS

anis:

‘gw@ bl ion %md&l 15 A ox%mm

Lab Comments/Special Instructions:

State Forms:

Lab Sample Information:

Date Recelved:_ G 1 /4 1 /L
Time Received:_/ 3 : 45
Recelved By: BY

@ Sampla receipt criteria checked & acceptabls,

[[] Doviations from acceptable sample receipt eriteria noted
on P3A form.

0
S S

e

é‘&@’ #42, hes

,lgw s

INCOMPLETE INIQORMATQON MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

National Testing
Laboratones, Ltd. Order Number: 2077502 360372
S Order Date: 05/16/2016
Quality Waiar Anilyis  Sample Number: 00 O
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:
Check #:

Date Sampled :ﬂ_tlﬂ_l _&2
Time Sampled:{ 2 C9 :_Z_Q Piease Use Mitary Tims, e.g. 3:00pm = 15:00

Check Time Zone: ST [JcsTmsT]PST

’ \illaag

et Name:

: 1Uap M .M:g

semNumber:_ 2%~ 31~ 7hI0

Ol

PWS ID# (If applicable):

Sample ID or Source: L DL~ W—f 07 - T

Lab CommentsiSpocial Instrustions:

State Forms:

Source Type: [[] Spring [ Well m/ Municipal [] Surface
[1 Other:

City & State: %}mi Hib

i mm than Above)

Sample Co!lectedg’yéwj\(\/\

{Sisnamre)

Sample Collected By: M é)‘“} Eﬁ;(,{rﬁ

Lab Sample Information:

Date Recelved:__ G 1 /)Y 1 /)(
Time Recelved:_ /] 3 : 45

Recelved By: DY~
Sample recaipt criteria checked & accaplable.
Deviations from accapiable semple moaipt criteria noted
on PSA farm.

{Please Print)

Form Completed By: M&J 6\%1&9

L ri i B %wgigi S 4 Awgﬁnr ““Wt\s & Dule T,

“Ei Sl

INCOMPLETE lNéORMATiON MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

4 National Testing
Laberator&es, Ltd Order Number: 2077502 360373
Order Date: 056/16/2016
Quality Waier dvalyis  Sample Number: MBI Ao
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
” Check #;
Lab Commoents/Spscint Instructions:
Date Sampled :_Q_I __/_li_ / __[__é_
Time Samp!ed:Oé"_ . ZD__ . Please Use Mitary Time, e.g. 3:00pm = 15:00
Check Time Zone: csTjmsT]PST
Client Name: Vi( ’ 1@ @(g
A

{49 M,
%13~ 931 -

Eese Number:

PWS ID# (if applicable):

Ola
Sample ID or Source: DQ -0Ol- B% - DS -»F

Source Type: [] Spring [] Well Wunidpal [] Surface
[} Other:

City & State: ”"Mfmf M

f mnt menAbwa)

£

g

Sample Collected By: W /
ignature)
Sample Collected By: " A1che U’HX VS

(Pleass Print)

MxM Bt s

Form Completed By:

8State Forms:

Lab Sample Information:

Date Recelved: ' _1/% 1/&
Time Recelved:__/ D : ¥4
Recelved By:____ Ii~

Sample receipt criteria checked & acceplable,

on PSA form.

13 -
h.e s ,%'M,_fu ﬁ"Bl Cirs

%@A (5 A Aﬁ@ﬂ

INCOMPLETE IN?ORMAT!ON MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS

Daviations from accopiable sample recaipt critaria noted




General Compliance

K4 National Testing
Laboratones, Ltd Order Number: 2077502
Order Date: 05/16/2016 360374
Quality Water Analyis  Sample Number: 0 A
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks t.ab Accounting Information:
17800 Woodward Ave
Detrolt Ml 48203 Payment §:
Check #:
Lab Comments/Spocial instrustions:
Date Samplsd :ﬂl __'__L_f___ / ,_2__12_
Time Samp!ed:QQ_: Plaass Uso MiEtary Time, 6.g. 3:00pm = 15:00

ST [JCSTJMST[JPST

Jd I

Check Time Zone:

Clispt Name:

: (49| Mc?):\f(‘-‘;

S\%- 2| -

Bese Number:

PWS ID# (if applicable): ‘,\) [ e

Sample ID or Soume::DC -0l - BB?, 0% .—'F

State Forms:

Source Type: [] Spring [] Well E{ Municipal [] Surface
[ Cther.

City & State: AN ywif Mo

Lab Sample Information:

Date Recelved;_F_1 /4 1%
Time Recelved:__ /2 /&

Recelved By: =

Sample recsipt criteria checkad & acceptable.
Deviations from accaptable sampls recaipt criteria noted
on PSA form,

(& Differont than Above)
Sample Collected By:\/{,{/\‘/{} ' ) _/QS/
(Signature)
Sample Collected By: Mgd,wj mb{)((?
(Please Print)

Form Completed By:

Mihe B, S

%ﬁ ,{J«ém &G\MO.{A % 4 %&Mﬁ‘é, afb 1% Sw?t.e ‘#'5’

¢\U§>[/\ o)m@’.ﬂ

INCOMPLETE INFORMAT!ON WMAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




